WILKES-BARRE VAMC
EMERGENCY DEPARTMENT EXPANSION
WILKES-BARRE, PA

SECTION 10 14 00

SIGNAGE

PART 1- GENERAL

11

A.

13

1.4

DESCRIPTION

Thissectionspecifiesinteriorsignageforroomnu
coderequired signs, telephoneidentification signs
signs.

This section also specifies exterior medical center
building identification signs, parking and traffic

Installation of Government furnished dedication pla

RELATED WORK
Electrical: Related Electrical Specification Sectio

Lighted EXIT signs for egress purposes are specifie
ELECTRICAL.

Color Finish: Section 09 06 00, SCHEDULE FOR FINISH

MANUFACTURER'S QUALIFICATIONS

Sign manufacturer shall provide evidence that they
manufacturessignssimilartothosespecifiedinth
principal products.

SUBMITTALS

Submitinaccordance with Section01 3300, SHOP DR
SAMPLES.

Samples:Signpanelsandframes,withlettersands
2 sets. One set of samples will be retained by COR,
Contractor.

1. Sign Panel, 200 mm x 250 mm (8 inches x 10 inches),

2. Colorsamples of each color, 150 mm x 150 mm (6 inc
anticipated range of color and texture.

3. Sample of typeface, arrow and symbols in a typical
Manufacturer's Literature:

1. Showingthe methods and procedures proposed for the
of the signage system to each surface type.

2. Manufacturer’s printed specifications, anchorage de
and maintenance instructions.

Samples:Signlocationplan,showinglocation,type
required.

Shop Drawings: Scaled for manufacture and fabricati
Identify materials, show joints, welds, anchorage,
mounting and finishes.

101400 -1

February 8, 2013
ISSUED FOR BID
VA PROJECT NO. 693-11-121
ARRAY PROJECT NO. 3541

mbers,directionalsigns,
andtemporary interior

identification signs,

signs.

gue and VA seal.
ns.
d under Division 26,

ES.

regularly and presently
issectionasoneoftheir

AWINGS, PRODUCTDATAAND

ymbols,eachtype.Submit
other returned to

with letters.
hes x 6 inches). Show

full size layout.

concealed anchorage
tails, installation
andtotalnumberofsigns

on of sign types.
accessory items,



WILKES-BARRE VAMC February 8, 2013

EMERGENCY DEPARTMENT EXPANSION ISSUED FOR BID
WILKES-BARRE, PA VA PROJECT NO. 693-11-121
ARRAY PROJECT NO. 3541
F. Full size layout patterns for dimensional letters.
15 DELIVERY AND STORAGE

A. Deliver materials to job in manufacturer's original sealed containers with
brand name marked thereon. Protect materials from d amage.

B. Package to prevent damage or deterioration during s hipment, handling,
storage andinstallation. Maintain protective cover inginplaceandingood
repair until removal is necessary.

C. Deliver signs only when the site and mounting servi ces are ready for
installation work to proceed.

D. Store products in dry condition inside enclosed fac ilities.

1.6 APPLICABLE PUBLICATIONS

A. Thepublicationslistedbelowformapartofthiss pecificationtotheextent
referenced. The publications are referenced in the text by the basic
designation only.

B. American Society for Testing and Materials (ASTM):

B209-07........... Aluminum and Aluminum-Alloy Sheet and Plate
B221-08........... Aluminum and Aluminum-Alloy Extru ded Bars, Rods, Wire,
Shapes, and tubes.
C. Federal Specifications (Fed Spec):
MIL-PRF-8184F.....Plastic Sheet, Acrylic, Modified.
MIL-P-46144C......Plastic Sheet, Polycarbonate
1.7 MINIMUM SIGN REQUIREMENTS

A. Permanent Rooms and Spaces:

1. Tactile and Braille Characters, raised minimum 0.79 3 mm (1/32 in).
Characters shall be accompanied by Grade 2 Braille.

2. Type Styles: Characters shallbe uppercase, Helveti caMedium, Helvetica
Medium Condensed and Helvetica Regular.
Character Height: Minimum 16 mm (5/8 in) high, Maxi mum 50 mm (2 in).
Symbols (Pictograms): Equivalent written descriptio n shall be placed
directly below symbol, outside of symbol's backgrou nd field. Border
dimensions of symbol background shall be minimum 15 0 mm (6 in) high.

5. Finishand Contrast: Characters and background shal I be eggshell, matte
or other non-glare finish with adequate contrast wi th background.

6. Mounting Location and Height: As shown. Mounted on wall adjacentto the
latch side of the door and to avoid door swing and protruding objects.

B. Overhead Signs:

1. Type Styles: As shown. Characters shall have a widt h-to-height ratio
between3:5and1:1.Charactersshallhaveastroke width-to-heightratio
of between 1:5 and 1:10.
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1.8

A.

PART 2 -

21

A.
B.

2.2

2. CharacterHeight:minimum75mm(3in) highforove
for directional signs.

3. Finish and Contrast: Same as for signs of permanent
4. Mounting Location and Height: As shown.

COLORS AND FINISHES:
Section 09 06 00, SCHEDULE FOR FINSIHES.

PRODUCTS

GENERAL
Signs of type, size and design shown on the drawing

Signscompletewithlettering,framingandrelated
installation.

Providegraphicsitemsascompletedunitsproduced
including necessary mounting accessories, fittings

Donotscaledrawingsfordimensions.Contractorto
foralldimensionsandconditionsshownbythesedr
of any discrepancy in drawing, in field directions
of any changes required for all such construction d

The Sign Contractor, by commencing work of this sec
responsibility, as partof hiswarranty of work, to
componentsandpartsshownorrequiredwithinthew
withthe Contract Documents. The Contractorshallf
components, specified or required to satisfactorily
installation are compatible with each other and wit
installations.

PRODUCTS
Aluminum:
1. Sheet and Plate: ASTM B209.

2. Extrusions and Tubing: ASTM B221.

CastAcrylic Sheet: MIL-PRF-8184F; Typelll, class 1
optically clear. Matt finish water white clear acry
acceptable.

Polycarbonate: Mil-P-46144C; Type |, class 1.

Vinyl: 0.1 mm thick machine cut, having a pressure
integral colors.

Electrical Signs:

1. General: Furnish and install all lighting, electric
fixtures and lamps ready for use in accordance with
drawings, details and specifications.

2. RefertoElectrical Specifications Section, Divisio
verify line voltages for sign locations that requir

3. Quality Control: Installed electrical componentsan
are to bear the label and certification of Underwri
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2.3

4,

Inc., and are to comply with National Electrical Co
applicable federal, state and local codes for insta
fabrication methods and general product safety.

Ballast and Lighting Fixtures: See Electrical Speci

Concrete Post Footings: See Section 03 03 53, CAST-

. SIGN STANDARDS

Topography:

1.

TypeStyle:HelveticaMediumandHelveticaMediumC
or all caps as indicated in Sign Message Schedule.

Arrow: See graphic standards in drawings.
Letter spacing: See graphic standards on drawings.

Alltext, arrows, and symbols to be provided in siz
and letter spacing shown. Text shall be a true, cle
reproduction oftypeface(s) shown. Textshownindr
purposes only; final text for signsis listed in Si

Project Colors and Finishes: See Section 09 06 00,

SIGN TYPES

General:

1.

3.
4,

The interior sign system is comprised of sign types
identified by a letter and number which identify a
signs. An additional number identifies a specific t
that family.

a. IN indicates a component construction based sign.

The exterior sign system shall be comprised of sign
are identified by a letter and number which identif
ofsigns. Anadditional numberidentifies a specifi
that family.

El designation indicates exterior internally illumi

EN designation indicates exterior non-illuminated s

Interchangeable Component System:

1.

Sign Type Families: 03, 04, 05, 06, 07, 08, 09 10,
16 and 17.

Interior sign system capable of being arranged in a
configurations with a minimum of attachments, devic

a. Interchangeable nature of the system shall allow fo
graphic components of the installed sign, without ¢
its entirety.

b. Component Sign System is comprised of the following
components:

1) RailBackutilizinghorizontalrails, spacedtoall
modular sizing of sign types.

2) Raillnsertmountedtobackof CopyPanelstoallow
to Rail Back.
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3) CopyPanels, madeofavariety of materialstoallo
graphic needs.

4) End Caps which interlock to Rail Back to enclose an
changeable Copy Panels.

5) Joiners and Accent Joiners connect separate Rail Ba

6) Top Accent Bars which provide decorative trim cap t
the top of sign or can connect the sign to a Type 0
Sign.

c. RailBack, Rail Insertand End Caps in anodized ext
allow for tight tolerances and consistent quality o

d. Signs in system shall be convertible in the field t
enlargement from one size to another in height and
of Joinersor AccentJoiners, which connectRailBa
blindly, providing a butt joint between Copy Panels
shallconnectRailBackstogetherwithavisible3
rib, flush to the adjacent copy insert surfaces.

e. Signconfigurationsshallvaryinwidthfrom225mm
mm (80 inches), and have height dimensions of 50 mm
mm (3 inches), 150 mm (6 inches), 225 mm (9 inches)
inches). Height shall be increased beyond 300 mm (1
repeating height module in full or in part.

Rail Back functions as internal structural member o
extruded aluminum and anodized black.

a. Shall accept an extruded aluminum or plastic insert
on both sides, depending upon sign type.

b. Shall be convertible in field to allow for connecti
Back panels, so that additive changes can be made t

c. Rail shall allow for a variety of mounting devices
mounting for screw-on applications, using pressure
freestanding mount, ceiling mount and other mountin
needed.

RailInsertfunctionsasamountingdevicefor Copy
Back. The Rail Insertmounts to the back ofthe Cop
suitable for use with the particular copy insert ma

a. ShallallowCopyPanelstoslideorsnapintotheh
for ease of changeability.

b. Shall mountto the back of the Copy Panel with adhe
use with particular Copy Panel material.

CopyPanelsshallacceptvariousformsofcopyand
to the Rail Back with the Rail Insert. Copy Panels
plasticwithintegral colororanacryliclacquerf

or, acrylic.

a. Interchangeablebyslidinghorizontallyfromeither
to other signs in system of equal or greater width

b. Cleanable without use of special chemicals or clean

c. Copy Insert Materials.
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1)

2)

3)

4)

5)

6)

7

8)

9)

10)

ABS Inserts - 2.3 mm (.090 inches) extruded ABS pla
.07mm(.003inches)acryliccapbondedduringextr
process. Pressure bonded to extruded Rail Insert us
Backgroundcoloriseitherintegralorpaintedina

ABS inserts finished in a chromium industries #HM33
pattern to prevent glare.

Photo polymer Inserts - 3mm (.125 inches) phenolic
withraised copy etchedto 2.3mm (.0937 inches), b
plastic or extruded aluminum insert with adhesive.
color is painted in acrylic enamel.

Changeable Paper/ Insert Holder - Extruded insert h
integral Rail Insert for connection with structural
6063T5 aluminum with a black anodized finish. Inser
are paper with a clear 0.7 mm (.030 inches) texture
Background color is painted in acrylic lacquer.

Acrylic - 2 mm (.080 inches) non-glare acrylic. Pre
toextrudedRaillnsertusingadhesive.Background
in acrylic lacquer or acrylic enamel.

Extruded6063T5aluminumwithablackanodizedfini
withintegralRaillnsertforconnectionwithStruc

to hold a 0.7 mm (.030 inches) textured polycarbona
a Sliding Tile which mounts in the Inset Holder and
horizontally.

End Caps - Extruded using 6063T5 aluminum with a bl
End Caps interlock with Rail Back with clips to for

unit, enclosing and securing the changeable Copy Pa
requiring tools for assembly.

a) Shallbeinterchangeabletoeitherendofsignand
in the system of equal height.

b) Mechanical fasteners can be added to the End Caps t
secure it to Rail Back to make sign tamper resistan

Joiners - Extruded using 6063T5 aluminum with a bla
finish. Rail Joiners connect Rail Backs together bl
providing a butt joint between Copy Inserts.

Accent Joiners - Extruded using 6063T5 aluminum wit
polished finish. Joiner shall connect Rail Backs to
visible 3 mm (.125 inches) horizontal rib, flush to

Copy Panel surfaces.

Top Accent Rail - Extruded using 6063T5 aluminum wi
polished finish. Rail shall provide 3 mm (.125 inch
decorative trim cap, which butts flush to adjacent
encloses top of Rail Back and Copy Panel.

Typography
a) Vinyl First Surface Copy (non-tactile) - Applied Vi

b) Subsurface Copy Inserts - Textured 1 mm (.030 inche
polycarbonate face with subsurface applied Vinyl co
shall be back sprayed with paint and laminated to a
aluminum carrier insert.
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c) Integral Tactile Copy Inserts - phenolic photo poly mer etched
with mm (.0937 inches) raised copy.

d) Silk-screened First Surface Copy (non-tactile) - In jection
molded or extruded ABS plastic or aluminum insert w ith first

surface applied enamel silk-screened copy.

Sign Type Family 01, 02.01 thru 02.05, 08, 09 and 2
1. All text and graphics are to be first surface silk-

2. IN-01.12&IN-01.13: Referto Sign Type 03 specific
Braille portion of sign.

IN-02.4: All text and graphics are to be first surf

IN-01.1: Preparation of artwork for reproduction of
evacuation maps" is by manufacturer.

Sign Type Families 03:

1. Tactile sign is to be made from a material that pro
numbers and Braille to be integral with sign plaque
photosensitive polyamide resin, etched metal, sandb
embossed material. Do not apply letters, numbers an
adhesive.

2. Numbers, letters and Braille to be raised 0.793 mm
the background surface. The draft of the letters, n
to be tapered, vertical and clean.

3. Braille dots are to conform with standard dimension
Braille; (a) Dot base diameter: 1.5 mm (.059 inches
spacing: 2.3 mm (.090 inches) (c) Horizontal separa
6.0mm(.241inches)(d)Verticalseparationbetwee
inches)

4. Entire assembly is painted in specified color. Afte
white or other specified color to surface of the nu
Entire sign is to have a protective clear coat seal

5. Completesignistohaveaneggshellfinish(11to
glossmeter).

Sign Type Family 04 and 11:
1. Alltext and graphics are to be first surface appli

2. IN-04:WhenaTypelIN-O4istobemountedunderaT
Accent Joiner is to be used to create a singular in

Sign Type Family 06 and 07:

1. Alltextandgraphicsaretobefirstsurfaceappli
for under sliding tile.

2. Protect text, which is covered by sliding tile, so
away letters.

. Sign Type Family 10:

1. Pocket depth is to be 0.3 mm (.0150 inches).
Sign Type Family 12 and 13:
1. All text and graphics are to be first surface appli
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2.

IN-12: Providefelt, cork or similar materialonbo
bracket to protect counter surfaces.

I. Sign Type Family 14, 15,and 16:

1.
2.

Al1l text and graphics are to be first surface appli

IN-14.06: When added to top of IN-14.01, IN-14.04,
connecting Accent Joiner is to be used to create a
sign.

Ceilingmounted signs required mounting hardware on
for sign disconnection, removal and reinstallation

J. Sign Type Family 17:

1.
2.

Al1l text and graphics are to be first surface appli
IN-17: Directory constructed using elements of the

K. Sign Type Family 18:

1.

2.

Al1 text and graphics are to be first surface appli
letters.

Provide in specified typeface, color and spacing, w
message group on a single quick release backing she

L. Sign Type Family 19:

1.

4,

Dimensional letters are mill or laser cut acrylic i
thickness noted in the drawings.

Draft of letters is perpendicular to letters face.

Allcornerssuchaswherealetterstemandbarint
so the letter form is accurately reproduced.

Paint letters with acrylic polyurethane in specifie

M. Sign Type Family (See Specialty Signs Section) 21:

1.

IN-21.01:57 mm (2.25inches) polished aluminumtub
356 mm (14inches)diameterpolished aluminumbase.
a 6 mm (.25 inches) sign plaque.

IN-21.02: 57 mm (2.25 inches) polished aluminum tub
mountedtoaweightedpolished57mm(2.25inches)

Rail Back mechanically connected to vertical suppor
attached to front and back.

IN-21.03 & 21.04: IN-21.02: 57 mm (2.25 inches) pol
vertical support mounted to a weighted polished 57
aluminum tubular base. Rail Back mechanically conne
supports with hinged locking glass door. Black felt
letter board or tan vinyl impregnated cork tack sur
within case.

N. Sign Type Family 22:

1.

IN-22.01: Extruded aluminum clip anodized black con
pinch and release paper. End caps are black plastic

IN-22.02:Patientinformationholderconstructedof
metal painted in specified color. Polished aluminum
buttons. Buttoncoversformountingscrewsaretop
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2.4

securely conceal screws.
Sign Type Family X; ABO1, AB02,AB03 ( custom illumi

1. Five-sidedlightboxfabricatedform¥2”"gaugechroma
to back mounting panel with M8 flat head countersun
blocking.All sides are illuminated.Overall depth of

2. Faceofsignis¥2"gauge chromaroutedouttorecei
letter with diffuser layer

3. Y4’ reflective mounting panel is attached to substra

4. Lighting to be LED 24V with a max run of 96 inches.
to be installed to provide optimal, even lighting.

Temporary Interior Signs:

1.

Fabricated from 50 kg (110 pound) matte finished wh
mm (4 inch) wide by 300 mm (12 inch) long. Punched
with edge of hole spaced 13 mm (.5 inch) in from ed
100mm (4inch)side. Reinforceholeonbothsides
thatpreventstiefrompullingthroughhole.Tiesa

inch) thick attached to tag with twist leaving 150

ends.

Markarchitecturalroomnumberonsign,withbroad
legiblenumbersorlettersthatidentifyroom,corr
on floor plans.

Installtemporary signsto allroomsthathave aro
number. Attach to door frame, door knob or door pul

a. Doorsthatdo notrequire signs are: corridor doors
samenumber,foldingdoorsorpartitions,toiletdo

within and between rooms, closet doors within rooms

doors in partitions between rooms with corridor ent

b. Replace any missing damaged or illegible signs.

FABRICATION

Design components to allow for expansion and contra
material temperature range of 56 °C (100 °F), witho
excessive opening of joints or over stressing of ad
fasteners.

Form work to required shapes and sizes, with true ¢
Provide necessary rebates, lugs and brackets for as
concealed fasteners whenever and wherever possible.

Shop fabricate so far as practicable. Joints fasten
reinforcement, or welded where thickness or section

Contact surfaces of connected members be true. Asse
tight and practically unnoticeable, without use of

Signs shall have fine, eventexture and be flatand
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PART 3 -

3.1

A.

sharp, arises unbroken, profiles accurate and ornam
Plane surfaces be smooth flat and without oil-canni
twist. Maximum variation from plane of surface plus
inches). Restore texture to filed or cut areas.

Levelorstraightenwroughtwork. Members shallhav
and smooth surfaces.

Extruded members to be free from extrusion marks. S
sharp, curves true.

Drillholesforboltsandscrews.Concealfastening
ends and edges mill smooth, with corners slightly r
exposed to weather to exclude water.

Finish hollow signs with matching material on all f
ends. Edge joints tightly mitered to give appearanc

All painted surfaces properly primed. Finish coatin
complete coverage with no light or thin application
primer to show. Finished surface smooth, free of sc
bubbles, thickness variations, foreign matter and o

Movableparts,includinghardware,aretobecleane

as designed without binding of deformation of membe
centeredinopeningorframe.Allcontactsurfaces

forcing or warping components.

Pre-assemble items in shop to greatest extent possi
splicingandassembly. Disassemble unitsonlyasne
handling limitations. Clearly mark units for re-ass
installation.

. No signs are to be manufactured until final sign me

location review has been completed by the COR & for

EXECUTION

INSTALLATION

Protect products against damage during field handli

Protect adjacent existing and newly placed construc
finishesasnecessarytopreventdamageduringinst

up any exposed fasteners and connecting hardware to
of surrounding surface.

Mount signs in proper alignment, level and plumb ac
location plan and the dimensions given on elevation
drawings. Where otherwise not dimensioned, signs sh
bestsuitedtoprovide aconsistentappearancethro
exact position, angle, height or location is in dou
clarification.

Contractor shall be responsible for all signs that
stolen while materials are on the job site and up u
final acceptance of the job.

Remove or correct signs or installation work COR de
as an unsafe condition.

At completion of sign installation, clean exposed s
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repairany adjoining surfacesandlandscapingthat became soiled ordamaged
as a result of installation of signs.

F. Locate signs as shown on the Sign Location Plans.

G. Certainsigns may be installed on glass. A blank gl ass back up is required
tobe placed on opposite side of glass exactly behi ndsignbeinginstalled.
This blank glass back up is to be the same size as sign being installed.

H. Contractorwillberesponsibleforverifyingthatb ehindeachsignlocation
there are no utility lines that will be affected by installation of signs.

Any damage during installation of signs to utilitie s will be the sole
responsibility of the Contractor to correct and rep air.

I.  Furnishinsertsandanchoringdeviceswhichmustbe setinconcreteorother
material for installation of signs. Provide setting drawings, templates,
instructionsanddirectionsforinstallationofanc horagedeviceswhichmay

involve other trades.

---END---
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